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ADDENDUM NO. 3  
to the contract for 

 
Limerick Lane Stormwater Improvements 

17-012-CIP 
Bid Opening Date:  April 3, 2018 

 
 
TO PROSPECTIVE BIDDERS:  The following changes shall be made part of the 
contract documents for this project: 
 
 
 
Bid Schedule 
 
 Bid schedule sheet 26-1 is being provided in Microsoft Excel format and PDF 
format. Previous Addendum #2 only included PDF format. 
 
Bid Sheets 
 
 Plan sheets 7 and 8 include minor corrections. Please note changes associated 
with the following corrections: 
 
 Sheet 7 
 Change: 178’ of 30” STM @ 0.53% 
 To:  178’ of 30” STM @ 1.00% 
 
 Sheet 8  
 Change: 20’ of 12” STM @ 0.00% 
 To:  20’ of 12” STM @ 0.50% 
 
 Change: Backfill Per COC Item 613 
 To:  Backfill Per COC Item 912 
 
Additional PDFs of Plan Sheets 7 and 8 are included as part of this Addendum #3, with 
the sheets displaying clouded changes. 
 
 
 
  
  
 

*    *    *    *    *    *    *    *    *    *    * 
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* * * Beginning of Sheet 2 * * * 

 

* * * End of Sheet 2 * * * 

 
Addendum Approved By: 

 
Paul A. Hammersmith, PE    03-28-2018 
Director of Engineering/City Engineer          Date 

 
*    *    *    *    *    *    *    *    *    *    * 

 
 

Terminus for Addendum No. 3 
Certification by Bidder 

 
Bidder shall sign and date one copy of this Addendum No. 3 and submit with his proposal 
as evidence of receipt and evaluation of same in his bid analysis. 
         
Signed:        Date:     
 
Company:             



BID SCHEDULE CITY OF DUBLIN

(8)

(7) (3) X (7)

REF (1) (2) (3) (4) (5) (6) (5)+(6) TOTAL EXTENDED

NO. ITEM DESCRIPTION QUANT. UNIT LABOR($) MATERIAL($) TOTAL($) INFORMAL PRICE($)

GENERAL

1 201 CLEARING AND GRUBBING 1 LUMP

2 202 CATCH BASIN REMOVED 4 EA.

3 202 ENDWALL REMOVED 1 EA.

4 202 PAVEMENT REMOVED 1365 S.Y.

5 202 CURB & GUTTER REMOVED 32 L.F.

6 202 PIPE REMOVED 167 L.F.

7 202 PIPE FILLED IN PLACE 439 L.F.

8 204 SUBGRADE COMPACTION 1365 S.Y.

9 301 ASPHALT CONCRETE BASE 265 C.Y.

10 448 ASPHALT CONCRETE SURFACE COURSE, PG64-22 48 C.Y.

11 448 ASPHALT CONCRETE INTERMEDIATE COURSE, PG64-22 67 C.Y.

12 604 MANHOLE (AA-S102) 10 EA.

13 604 MANHOLE (AA-S104) 1 EA.

14 604 CATCH BASIN (AA-S133A) 3 EA.

15 604 CATCH BASIN (AA-S133B) 3 EA.

16 604 ENDWALL (AA-S169) 1 EA.

17 609 COMBINATION CURB & GUTTER 32 L.F.

18 614 MAINTAINING TRAFFIC 1 LUMP

19 623 CONSTRUCTION LAYOUT STAKES 1 LUMP

20 624 MOBILIZATION AND GENERAL CONDITIONS 1 LUMP

21 659 SEEDING AND MULCHING 400 S.Y.

22 670 EROSION PROTECTION 1 LUMP

23 901 12" HDPP PIPE, TYPE 1 BEDDING & 911 BACKFILL 27 L.F.

24 901 12" HDPP PIPE, TYPE 1 BEDDING & 912 BACKFILL 50 L.F.

25 901 15" HDPP PIPE, TYPE 1 BEDDING & 613 BACKFILL 40 L.F.

26 901 15" HDPP PIPE, TYPE 1 BEDDING & 912 BACKFILL 683 L.F.

27 901 18" HDPP PIPE, TYPE 1 BEDDING & 912 BACKFILL 334 L.F.

28 901 24" HDPP PIPE, TYPE 1 BEDDING & 911 BACKFILL 8 L.F.

29 901 24" HDPP PIPE, TYPE 1 BEDDING & 912 BACKFILL 20 L.F.

30 901 30" HDPP PIPE, TYPE 1 BEDDING & 911 BACKFILL 118 L.F.

31 901 30" HDPP PIPE, TYPE 1 BEDDING & 912 BACKFILL 228 L.F.

32 903 ROCK EXCAVATION WHERE THE CONTRACTOR CANNOT USE EXPLOSIVES 136 C.Y.

33 SPECIAL 15" CONCRETE FLARED END SECTION 1 EA.

SANITARY SEWER SUBTOTAL=

TOTAL BASE BID (REF. #'s 1 - 33) =SUBMITTED BY (COMPANY):   _________________________________________________________________

LIMERICK LANE STORMWATER IMPROVEMENTS
17-012-CIPBIDDER agrees to perform all work described in the CONTRACT DOCUMENTS for the following unit prices:

3/28/2018 26-1 17-012-CIP
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SCALE:

PROJECT NO:

DATE:

SEAL:

LIMERICK LANE

STORMWATER

IMPROVEMENTS

17-012-CIP

CITY OF DUBLIN, OHIO

KLEINGERS

GROUP

THE

www.kleingers.comCIVIL ENGINEERING

SURVEYING

LANDSCAPE

ARCHITECTURE

Westerville, OH 43082

614.882.4311

350 Worthington Rd, Ste B 

2 04/07/17 60% SUBMITTAL

3 07/07/17 90% SUBMITTAL

4 03/13/18 BID DOCUMENTS

LIMERICK LANE
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NOTES

1. ALL BACKFILL PER CITY OF COLUMBUS

ITEM 911 UNLESS OTHERWISE
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CODED NOTES

REMOVE AND REPLACE 16 LF OF EX. CURB &

GUTTER PER RD-02

EXISTING STORM SEWER TO BE ABANDONED IN

PLACE. BLOCK & PLUG EX. STORM SEWER AND

GROUT IN PLACE.

REMOVE AND REPLACE EX. PAVEMENT PER COC

STD 1441

REMOVE EX. STORM SEWER

REMOVE EX. CATCH BASIN

CONTRACTOR TO VERIFY EXACT LOCATIONS AND

DEPTHS OF EXISTING UTILITIES PRIOR TO

CONSTRUCTION. NOTIFY ENGINEER IN CASE OF

CONFLICT.

EXISTING WATER SERVICE, DO NOT DISTURB

REMOVE 9 LF OF 24" STM PIPE

6" SANITARY SERVICE (BY OTHERS). CONTRACTOR

TO VERIFY EXACT LOCATION AND DEPTH PRIOR

TO CONSTRUCTION. NOTIFY ENGINEER IN CASE

OF CONFLICT.

SEE STORM PROFILE ON SHEET 8.
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